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INTRODUCTION, SUMMARY CONCLUSIONS AND RECOMMENDATIONS 
The release of over five million cubic yards of coal ash from the Tennessee Valley Authority's Kingston, Tennessee, facility 
in December 2008, which flooded more than 300 acres of land, damaging homes and property, is a wake-up call for 
diligence on coal combustion waste disposal units.  We must marshal our best efforts to prevent such catastrophic failure 
and damage.  A first step toward this goal is to assess the stability and functionality of the ash impoundments and other 
units, then quickly take any needed corrective measures.  
 
This assessment of the stability and functionality of the E. W. Brown Auxiliary Pond Dam management unit is based on a 
review of available documents and on the site assessment conducted by Dewberry personnel on Tuesday, October 20, 
2009.  Dewberry found the supporting technical documentation adequate (Section 1.1.3).  As detailed in Section 1.2.6, there 
are recommendations that may help to maintain a safe and trouble-free operation; Dewberry recommends an updated dam 
break analysis (currently in progress). 
 
In summary, the E. W. Brown Auxiliary Pond Dam is SATISFACTORY for continued safe and reliable operation, with 
no recognized existing or potential management unit safety deficiencies.  

 
 
PURPOSE AND SCOPE 
The U.S. Environmental Protection Agency (EPA) is embarking on an initiative to investigate the potential for catastrophic 
failure of Coal Combustion Surface Impoundments (i.e., management unit) from occurring at electric utilities in an effort to 
protect lives and property from the consequences of a dam failure or the improper release of impounded slurry.  The EPA 
initiative is intended to identify conditions that may adversely affect the structural stability and functionality of a 
management unit and its appurtenant structures (if present); to note the extent of deterioration (if present), status of 
maintenance and/or a need for immediate repair; to evaluate conformity with current design and construction practices; 
and to determine the hazard potential classification for units not currently classified by the management unit owner or by 
a state or federal agency.  The initiative will address management units that are classified as having a Less-than-Low, Low, 
Significant or High Hazard Potential ranking.  (For Classification, see pp. 3-8 of the 2004 Federal Guidelines for Dam Safety) 
 
In March 2009, the EPA sent letters to coal-fired electric utilities seeking information on the safety of surface 
impoundments and similar facilities that receive liquid-borne material that store or dispose of coal combustion waste.  This 
letter was issued under the authority of the Comprehensive Environmental Response, Compensation, and Liability Act 
(CERCLA) Section 104(e), to assist the Agency in assessing the structural stability and functionality of such management 
units, including which facilities should be visited to perform a safety assessment of the berms, dikes, and dams used in the 
construction of these impoundments. 
 
EPA asked utility companies to identify all management units: surface impoundments or similar diked or bermed structures; 
and landfills receiving liquid-borne material that store or dispose of coal-combustion residuals or by-products, including, 
but not limited to, fly ash, bottom ash, boiler slag, and flue gas emission control residuals.  Utility companies responded 
with information on the size, design, age, and the amount of material placed in the units so that EPA could gauge which 
management units had or potentially could rank as having High Hazard Potential.  The USEPA and its contractors used the 
following definitions for this study: 
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"Surface Impoundment or impoundment means a facility or part of a facility which is a natural topographic 
depression, man-made excavation, or diked area formed primarily of earthen materials (although it may be lined 
with man-made materials), which is designed to hold an accumulation of liquid wastes or wastes containing free 
liquids, and which is not an injection well.  Examples of surface impoundments are holding, storage, settling, and 
aeration pits, ponds, and lagoons."  For this study, the earthen materials could include coal combustion residuals. 
 
EPA is addressing any land-based units that receive fly ash, bottom ash, boiler slag, or flue gas emission control 
wastes along with free liquids.  If the landfill is receiving coal combustion wastes with liquids limited to that for 
proper compaction, then there should not be free liquids present and EPA did not seek information on such units 
which are appropriately designated a landfill.  EPA did not provide an exclusion for small units or temporary 
impoundments.  The study covers waste units designated as surface impoundments, and units designated as 
landfills which receive free liquids.  In some cases coal combustion wastes are separated from the water, and the 
water containing de minimus levels of fly ash, bottom ash, slag, or flue gas emission control wastes, are sent to 
an impoundment.  EPA is including such impoundments in this study, because chemicals of concern may have 
leached from the solid coal combustion wastes into the waste waters, and suspended solids from the coal 
combustion wastes remain. 

 
The purpose of this report is to evaluate the condition and potential of waste release from the selected High Hazard 
Potential management units.  This evaluation included a site visit.  Prior to conducting the site visit, a two-person team 
reviewed the information submitted to EPA, reviewed any relevant publicly available information from state or federal 
agencies regarding the unit hazard potential classification (if any) and accepted information provided via telephone 
communication with a management unit supervisor.   
 
EPA sent two professional engineers, one licensed in the State of Kentucky, for a one-day site visit.  The two-person team 
met with the owner of the management unit as well as several technical representatives and management unit supervisors 
to discuss the engineering characteristics of the unit as part of the site visit.  During the site visit the team collected 
additional information about the management unit to be used in determining the hazard potential classification of the unit.  
Subsequent to the site visit the management unit owner provided additional engineering data pertaining to the management 
unit. 
 
Factors considered in determining the hazard potential classification of the management units(s) included the age and size 
of the impoundment, the quantity of coal combustion residuals or by-products that were stored or disposed of in these 
impoundments, its past operating history, and its geographic location relative to down gradient population centers and/or 
sensitive environmental systems.   

This report presents the opinion of the assessment team as to the potential of catastrophic failure and reports on the 
condition of the management unit(s).  The team considered criteria in evaluating dams under the National Inventory of 
Dams, in making these determinations. 
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LIMITATIONS 
The assessment of dam safety reported herein is based on field observations and review of readily available information 
provided by the owner/operator of the subject coal combustion waste management unit(s).  Qualified Dewberry 
engineering personnel performed the field observations and review and made the assessment in conformance with the 
required scope of work and in accordance with reasonable and acceptable engineering practices.  No other warranty, 
either written or implied, is made with regard to our assessment of dam safety. 
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1.0 CONCLUSIONS AND RECOMMENDATIONS 
 

1.1 CONCLUSIONS 
 

Conclusions are based on visual observations from a one-day site visit and review of technical documentation 
provided by Kentucky Utilities (KU). 

 
1.1.1 Conclusions Regarding the Structural Soundness of the Management Unit(s) 

 
The embankment and spillway appear to be structurally sound based on a review of the engineering data 
provided by the owner’s technical staff and Dewberry engineers’ observations during the site visit, 

 
1.1.2 Conclusions Regarding the Hydrologic/Hydraulic Safety of the Management Unit(s) 

 
Adequate freeboard and capacity exist to safely pass the Probable Maximum Flood (PMF) based on the 
engineering analyses provided for Dewberry’s review, 

 
1.1.3 Conclusions Regarding the Adequacy of Supporting Technical Documentation 

 
The supporting technical documentation is adequate.  Engineering documentation reviewed is referenced in 
Appendix A. 

 
1.1.4 Conclusions Regarding the Description of the Management Unit(s) 

 
The description of the management unit provided by KU was an accurate representation of what Dewberry 
observed in the field. 

 
1.1.5 Conclusions Regarding the Field Observations 

 
Dewberry engineers were provided access to all areas in the vicinity of the management units required to 
conduct a thorough field observation.  The visible parts of the embankment dam and outlet structure were 
observed to have no signs of overstress, significant settlement, shear failure, or other signs of instability.  
Embankments visually appear structurally sound.  There are no apparent indications of unsafe conditions 
or conditions needing remedial action. 
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1.1.6 Conclusions Regarding the Adequacy of Maintenance and Methods of Operation 

 
The current maintenance and methods of operation appear to be adequate for the fly ash management 
unit.  There was no evidence of repaired embankments or prior releases observed during the field 
inspection. 

 
1.1.7 Conclusions Regarding the Adequacy of the Surveillance and Monitoring Program 

 
No instrumentation was designed for Phase 1 of the Auxiliary Pond.  The surveillance and monitoring 
program appears to be adequate.  Plant personnel monitor the pond on a weekly basis. 

  
1.1.8 Classification Regarding Suitability for Continued Safe and Reliable Operation  

 
Facility is SATISFACTORY for continued safe and reliable operation.  No existing or potential 
management unit safety deficiencies are recognized.  Acceptable performance is expected under 
all applicable loading conditions (static, hydrologic, seismic) in accordance with the applicable 
criteria. 

 
1.2 RECOMMENDATIONS 

 
1.2.1 Recommendations Regarding the Structural Stability 

 
None appear warranted at this time. 

 
1.2.2 Recommendations Regarding the Hydrologic/Hydraulic Safety 

 
None appear warranted at this time. 
 
A dam break analysis was not conducted in conjunction with the July 2006 Dam Construction Permit 
Application, KU indicated that such an analysis was currently in progress.   
 
Note:  KU has subsequently completed the dam break analysis (November 2009) and incorporated the 
results into an Impoundment Emergency Action Plan for the Auxiliary Pond (January 2010). 

  
1.2.3 Recommendations Regarding the Supporting Technical Documentation 

 
No recommendations appear warranted at this time. 

 
1.2.4 Recommendations Regarding the Description of the Management Unit(s) 

 
No Recommendations appear warranted at this time. 
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1.2.5 Recommendations Regarding the Field Observations 
 

No recommendations appear warranted at this time. 
 

1.2.6 Recommendations Regarding the Maintenance and Methods of Operation 
 

The maintenance and operation of the dam seem to be adequate.  However, the following recommendations 
may help maintain safe and trouble-free operation:  

 
• Monitor isolated seepage spot. 

• Address minor erosion areas and erosion gullies. 

1.2.7 Recommendations Regarding the Surveillance and Monitoring Program 
 

Continue monitoring seepage locations.  
 

1.2.8 Recommendations Regarding Continued Safe and Reliable Operation  
 

No recommendations pertaining to the continued safe and reliable operation of the management unit 
appear warranted at this time. 

 
1.3 PARTICIPANTS AND ACKNOWLEDGEMENT 

 
1.3.1 List of Participants 
 

 W. Michael Winkler – E.ON U.S. LLC 
 Jeffrey B. Heun, P.E. – E.ON U.S. LLC 
 David J. Millay, P.E. – E.ON U.S. LLC 
 Jeffrey Fraley – KU 
 Tamara Lay – KU 
 Hugh A. Ward, P.E. - Dewberry 
 Joseph P. Klein, III, P.E. – Dewberry  
 

1.3.2 Acknowledgement and Signature 
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2.0 DESCRIPTION OF THE COAL COMBUSTION WASTE MANAGEMENT UNIT(S) 
 

2.1 LOCATION AND GENERAL DESCRIPTION 
 

The E. W Brown Plant is located near the west bank of the Dix River, just upstream of Dix Dam at Herrington Lake 
in Mercer County, Kentucky approximately 5 miles northeast of Burgin, Kentucky.  The plant is operated by 
Kentucky Utilities Company, a subsidiary of E.ON U.S. LLC (E.ON).  The Auxiliary Pond Dam is at the south side of the 
plant site, adjacent to the Main Pond.  A project location aerial photograph is provided in Appendix A – Doc 01. 
 
The E. W. Brown Auxiliary Pond Dam is a rock and earth fill dam constructed adjacent to the existing Main Pond.  
The embankment consists of blasted materials excavated from the pond area and nearby on-site areas.  The pond 
bottom and the embankment are lined with an 18-inch thick layer of clay on the bottom and 4-foot layer of 
compacted clay on the upstream slope covered with a 60-mil layer Linear Low Density Polyethylene (LLDP) 
flexible membrane liner.  The crest and upper portion of the upstream slope are protected with a 3-foot thick 
layer of Size 57 crushed stone aggregate (ASTM D 448 Standard Classification for Sizes of Aggregate for Road 
and Bridge Construction).  The No. 57 stone extends down the upstream slope to elevation 866 feet.  The stone is 
held in place by a cellular geosynthetic reinforcement grid.  The crest of the dam is at elevation 880 feet.  The 
downstream toe of the dam is at elevation 788 feet, making the dam height 92 feet.  At the crest elevation of 880 
feet, the impoundment area is approximately 26.0 acres with a total storage capacity of approximately 747 acre-
feet.  The normal pool elevation is 873 feet, impounding a surface area of approximately 25.7 acres.  
  
The dam was completed in 2008 ft to the current crest elevation of 880 feet.  The Auxiliary Pond is scheduled to 
receive both fly ash and bottom ash during the current phase of construction to expand the adjacent, temporarily 
out of service Main Pond.  The current construction phase at the Main Pond is scheduled for completion in 
December 2010 at which time the Auxiliary Pond will be expanded and the embankment raised to a crest elevation 
of 900 feet.  
 
Material for embankment construction was quarried from within the impoundment area and from borrow areas 
surrounding the Main Pond and one borrow area adjacent to the south side of the Auxiliary Pond.  
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2.2 SIZE AND HAZARD CLASSIFICATION 
 
The classification for size, based on the height of the dam is “Intermediate” and based on the storage capacity is 
“Intermediate” in accordance with the USACE Recommended Guidelines for Safety Inspection of Dams ER 1110-2-
106 criteria summarized in Table 2.2a.  However, based on the planned expansion of the Auxiliary Pond, the dam 
will eventually be classified as “Large”. 
 

Table 2.2a USACE ER 1110-2-106 
Size Classification 

Impoundment 
Category 

Storage (Ac-ft) Height (ft) 
Small 50 and  <      1,000 25 and  <   40 
Intermediate 1,000 and  <  50,000 40 and  < 100 
Large > 50,000 > 100 

 
The E. W. Brown Auxiliary Pond Dam has been classified by the Kentucky Department for Environmental Protection 
Division of Water (KYDW) as a “ Class C - High Hazard” structure.  The KYDW rules define High Hazard structures 
as: “…..structures located such that failure may cause loss of life, or serious damage to houses, industrial or 
commercial buildings, important public utilities, main highways or major railroads.  This classification must be 
used if failure would cause probable loss of human life.”  This classification definition is similar to “High Hazard” 
classification per the Federal Guidelines for Dam Safety dated April 2004.  As shown in Table 2.2b, dams assigned 
the “high hazard potential” classification are those dams where failure or error of operation results in the  
probable  loss of one or more human life is expected, probable economic loss, environmental damages and 
disruption of lifeline facilities. 

  
Table 2.2b FEMA Federal Guidelines for Dam Safety 
Hazard Classification 
Hazard Potential 
Classification Loss of Human Life 

Economic, Environmental, Lifeline 
Losses 

Low None Expected Low and generally limited to owner 
Significant None Expected Yes 
High Probable.  One or more expected Yes (but not necessary for this 

classification) 
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2.3 AMOUNT AND TYPE OF RESIDUALS CURRENTLY CONTAINED IN THE UNIT(S) AND MAXIMUM CAPACITY 
   

The data reviewed by Dewberry included the Dam Construction Permit Application engineering report dated July 
6, 2007 prepared by Fuller, Mossbarger, Scott & May Engineers, Inc. (see Appendix A, Document 2).  Data on the 
volume of residuals stored in the Auxiliary Ash Pond at the time of inspection were not indicated.  The surface 
area for the pond at normal pool elevation is approximately 25.7 acres having a storage capacity of 747 acre-feet, 
see Table 2.3.  
 

Table 2.3: Amount of Residuals and Maximum Capacity of Unit 

 
E. W. Brown Auxiliary 
Pond Dam 

Surface Area (acre) Phase 1 25.7 
Current Storage Capacity (acre-feet) Data not provided 
Total Storage Capacity (acre-feet) Phase 1 747 
Crest Elevation (feet) Phase 1 880 
Normal Pond Level (feet) Phase 1 873 

   
2.4 PRINCIPAL PROJECT STRUCTURES  

 
2.4.1  Earth Embankment Dam 

 
The E. W. Brown Auxiliary Pond Dam is a rock and earth fill dam constructed adjacent to the existing Main 
Pond.  The embankment consists of blasted materials excavated from the pond area and nearby on-site 
areas.  The pond bottom is lined with an 18-inch thick layer of compacted clay and the upstream slope of 
the embankment is lined with a 4-foot thick layer of compacted clay covered with a 60-mil layer Linear 
Low Density Polyethylene (LLDP) flexible membrane liner.  The crest and upper of the upstream slope are 
protected with a 3 foot thick layer of Size 57 crushed stone aggregate (ASTM D 448 Standard 
Classification for Sizes of Aggregate for Road and Bridge Construction).  The No. 57 stone extends down 
the upstream slope to elevation 866 feet.  The stone is held in place by a cellular geosynthetic 
reinforcement grid.  The crest of the dam design elevation 880 feet. 
   
The Auxiliary Pond Dam was constructed as the first of two phases.  The alignment of the dam forms a “U” 
with the abutments at an existing low-rise rock face along the west side of the impoundment.  Both 
upstream and downstream slopes are approximately 3 horizontal to 1 vertical.  (See Appendix A, 
Document 37, and Document 38).  Data on the “As Constructed” drawings indicates the dam crest 
elevation actually varies from approximately 880.1 feet to 881.4 feet.  Table 2.4.1 displays a summary of the 
dimensions and size specifications of E. W. Brown Auxiliary Pond Dam.  Photo Numbers 1, 2, and 6 - 25 in 
Appendix B show the embankment of the dam. 
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Table 2.4.1: Summary of Dam Dimensions and Size 

  E. W. Brown Auxiliary Pond Dam 
Dam Height 92 ft. 
Crest Width 25 ft. 
Length 3,350 ft 
Side Slopes (upstream) 3(H):1(V) 
Side Slopes (downstream) 3(H):1(V) 
Hazard Classification High 

  
2.4.2 Outlet Structures  

 
The dam primary spillway consists of a 10-foot square concrete decant riser with invert elevation at 870.12 
and a 30-inch diameter HDPE  pipe running approximately 240 feet through the embankment, connecting to 
a network of HDPE pipes that run along the toe of the embankment approximately 3,200 feet to the existing 
Main Pond discharge channel.  The discharge channel empties into Herrington Lake.  The main spillway is 
protected by a permanent skimmer and a temporary floating boom.  Stop logs are in place from the invert 
to the normal pool elevation of 873 feet.  Data included in Appendix A- Doc 02 state the full flow capacity of 
the spillway tunnel for Phase 1 is approximately 71 cfs.  Photo Numbers 3, 4, 106, and 107 in Appendix B 
show the main spillway and Photos Number 115-120 and 123 - 129 show the main spillway outlet and outfall 
conditions.   
 
The dam also has an emergency spillway in the form of an open channel excavated through overburden soil 
and partially weathered rock beginning at the southwest corner of the impoundment.  The emergency 
spillway is trapezoidal in cross section and acts as a broad crested weir.  According to the available 
documents (see Appendix A- Doc 80) the spillway has a bottom width of 8 ft and side slopes of 2(H):1(V).  
According to the hydrologic and hydraulic data (Appendix A- Doc 84), the emergency spillway discharge at 
the dam crest elevation of 880 ft is 231 cfs.  When this value is combined with 71 cfs discharge from the 
principal spillway, the result is a total discharge value of approximately 309 cfs.  Photo Numbers 108 - 113 
in Appendix B show the emergency spillway. 
 

2.5 CRITICAL INFRASTRUCTURE WITHIN FIVE MILES DOWN GRADIENT 
 

A dam break analysis, including the identification of critical infrastructure located within 5 miles downstream of 
the dam, is currently underway.  
 
Based on observations at the site and surrounding area, the critical infrastructure includes the railroad line 
serving the E. W. Brown generating station, the Dix Dam and local roadways.  Also at risk are residences along the 
bank of Herrington Lake in the vicinity of the plant. 
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3.0 SUMMARY OF RELEVANT REPORTS, PERMITS AND INCIDENTS 
 

3.1 SUMMARY OF REPORTS ON THE SAFETY OF THE MANAGEMENT UNIT 
 

In response to an EPA request pursuant to the Comprehensive Environmental Response, Compensation, and 
Liability Act (CERCLA) in September of 2009, the facility owner, KU provided an extensive package of design and 
construction information for the E. W. Brown Auxiliary Pond Dam.  The data were provided in electronic files listed 
in Appendix A.  
 
KU retained ATC Associates Inc. to conduct an inspection of the Auxiliary Pond Dam.  The ATC inspection was 
conducted January 11, 2009, and reported the dam to be in good condition.  The ATC report (see Appendix A: 
Document 128) recommended two high-priority concerns: 
 

• Repair reported leaks and principal spillway manholes below toe of dam. 

• Monitor seep at south property line. 
 
The leaks at the manholes have been repaired and the seep is being monitored. 

 
3.2 SUMMARY OF LOCAL, STATE AND FEDERAL ENVIRONMENTAL PERMITS 
 

The Kentucky Division of Water (KDOW) has assigned Dam ID Number KYDW Permit 1213 to the dam structure.  
KDOW inspected the dam after construction was completed in June 2008.  The state concluded that the dam was 
constructed in accordance with the permitted design and granted an approval to impound.  Kentucky inspects the 
dam on a biennial basis.  The next KDOW inspection is expected in 2010. 
 
The E. W. Brown Auxiliary Pond spillway discharge is permitted under KPDES Permit No. 0002020 which expired 
January 31, 2007.  The permit remains in effect under applicable state regulations.  A renewal application was 
submitted in mid 2006 and is currently in the public comment phase.  A permit renewal is expected late in 2009 
or early 2010.  

 
3.3 SUMMARY OF SPILL/RELEASE INCIDENTS  
 

Data reviewed by Dewberry did not indicate any spills, unpermitted release, or other performance related 
problems with the dam since it became operational in the fall of 2008. 
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4.0 SUMMARY OF HISTORY OF CONSTRUCTION AND OPERATION 
 

4.1 SUMMARY OF CONSTRUCTION HISTORY 
 

4.1.1 Original Construction 
 

The E. W. Brown Auxiliary Pond Dam was completed in 2008 and put into service upon receiving the June 
27, 2008 KYDW approval to impound water.  Phase 1 constructed the dam to a crest elevation of 880 feet.  
The planned Phase 2 will raise the dam crest to elevation 900 Feet.  The design data, calculations and 
construction drawings were provided and reviewed.  

 
4.1.2 Significant Changes/Modifications in Design since Original Construction 

 
No significant changes or modification have been made to the embankment since the original construction. 

 
4.1.3 Significant Repairs/Rehabilitation since Original Construction 

 
No significant repairs or modifications have been made to the embankment since the original construction. 

 
4.2 SUMMARY OF OPERATIONAL HISTORY 

 
4.2.1 Original Operational Procedures 

  
The Phase 1 dam was designed to store fly ash and bottom ash from the E. W. Brown coal fired generating 
plant for a period of about three years during which time the Main Pond will be expanded.  The Main Pond is 
currently out of service, and all fly ash and bottom ash from the plant is being sluiced to the Auxiliary 
Pond. 
 
When the current phase of the Main Pond expansion is completed, fly ash will be rerouted to the Main Pond 
and bottom ash will continue to be placed in the Auxiliary Pond.  Also after the completion Phase 1 of the 
Main Pond expansion, the completed Auxiliary Pond Phase 2 expansion will provide additional bottom ash 
storage capacity. 
  

4.2.2 Significant Changes in Operational Procedures since Original Startup 
 

No documents are provided to indicate any operational procedures have changed.  
  

4.2.3 Current Operational Procedures 
 

Currently there are no written operational procedures in effect.   
 

4.2.4 Other Notable Events since Original Startup 
 

No notable events were reported to have occurred during the first year of operation. 
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5.0 FIELD OBSERVATIONS 
 

5.1 PROJECT OVERVIEW AND SIGNIFICANT FINDINGS 
 

Dewberry personnel Hugh A. Ward, P.E. and Joseph P. Klein, III, P.E. performed a site visit on Tuesday, October 20, 
2009, in company with representatives of E.ON U.S. LLC.  
 
The site visit began at 09:00 AM.  The weather was clear and warm.  Photographs were taken of conditions 
observed.  Please refer to photographs in Appendix B and the Dam Inspection Checklist in Appendix C.  Selected 
photographs are included here for ease of visual reference.  All pictures were taken by Dewberry personnel 
during the site visit.   
 
The overall assessment of the dam was that it was in satisfactory condition and no significant findings were 
noted. 

 
5.2 EARTH EMBANKMENT DAM  

 
5.2.1 Crest 

 
The dam crest had no signs of any depressions, tension cracks or other indications of settlement or shear 
failure, and appeared to be in satisfactory condition.  The data did not indicate cracking along the crest or 
downstream face of the dam.  Figure 5.2.1-1 shows the conditions of the dam crest. 

 
Figure 5.2.1-1.  Photo Showing the Dam Crest at the southeast corner. 
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5.2.2 Upstream Slope  
 

The upstream slope is protected ASTM D 448 Size 57 crushed processed stone aggregate.  The cellular 
geosynthetic slope reinforcement is visible at the edge of the water.  There were no observed scarps, 
sloughs, bulging, cracks or scraps or depressions or other indications of slope instability or signs of 
erosion.  Photos 2, 44 – 45, 57, 59 – 69, 73 – 74, 78, 81, 84, 87 – 88, 93 – 94, 97, and 102 - 105 in 
Appendix B show the upstream slope.  Figure 5.2.2-1 depicts part of the upstream slope of the dam 
embankment. 
 
 

Figure 5.2.2-1.  Photo Showing the Upstream Slope. 
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5.2.3 Downstream Slope and Toe  
 

The upper portion of the downstream slope is crushed stone aggregate similar to the upstream slope.  The 
remainder of the downstream slope is an exposed earth and rock fill face.  There were no observed 
scarps, sloughs, depressions or other indications of slope instability or signs of significant erosion or 
uncontrolled seepage.  A few isolated erosion gullies were observed and a single wet area of potential 
seepage was also observed.  No seepage was observed over a widespread area or the downstream 
foundation area and there was no water against the downstream toe.  Photos 1, 5 -41, 46, 48 – 50, 52, 54, 
55, 77, 82, 83, 85, 86, 89, 90, 96, 98 – 100, and 104 in Appendix B depict various views of the downstream 
slope.  Figure 5.2.3-1 shows the downstream slope from the North Abutment of the dam.  Figure 5.2.3-2 
shows the only wet area observed on the downstream slope.  
 

 No other significant deterioration was indicated in the data reviewed. 
 

 

 

 

 

 

 

 

 

 

 

 

Figure 5.2.3-1.  Downstream Slope from South Abutment. 
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Figure 5.2.3-2.  Small Seepage Area Southern Segment, Downstream Embankment. 
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5.2.4 Abutments and Groin Areas  
 

 Erosion or uncontrolled seepage was not observed along either groin.  The abutments and groin areas 
appeared to be in excellent condition.  As an example, Figure 5.2.4-1 shows the eastern abutment and the 
southeast corner of the impoundment. 

 
 
 

Figure 5.2.4-1.  Southwest Segment Abutment 
 

5.3 OUTLET STRUCTURES 
 

5.3.1 Overflow Structure  
 

The dam has a concrete decant riser 10 ft. square with invert elevation at 870.12 feet and a 30-inch 
diameter HDPE pipe running approximately 240 feet through the embankment, connecting to a network 
of HDPE pipes that run along the toe of the embankment approximately 3,200 feet to the existing Main Pond 
discharge tunnel.  Photo Numbers 3, 4, 106, and 107 in Appendix B show the main spillway and Photos 
Number 20-22 show the main spillway outlet and outfall conditions.  According to data included in 
Appendix A-Doc 02 the full flow capacity of the spillway tunnel is approximately 71 cfs.  
 
The primary overflow structure was observed to be working properly, discharging flow from the pond, and 
visually appeared to be in satisfactory condition.  There was no sign of clogging of the spillway and the 
water exiting the outlet was flowing clear.  Figure 5.3.1-1 shows the main outlet structure. 
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The January 22, 2009, ATC Associates, Inc, inspection reported leaks at the principal spillway manholes 
below the toe of the dam.  The inspection report recommended that leak repairs be given a high priority.  
The leaks have been repaired (see Appendix A: doc 128). 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Figure 5.3.1-1.  Outlet Structure (Principal Spillway) and the Floating Pier Around it on the Northwest 
End of Dam. 
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5.3.2 KPDES Discharge Weir and Sampling Point 
 

The discharge weir appeared to be in good shape and operating normally with no sign of clogging and the 
water exiting the weir was flowing clear.  Figure 5.3.2-1 shows the water discharging from the main 
spillway outfall. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Figure 5.3.2-1.  Main Spillway Weir Outfall. 
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5.3.3 Emergency Spillway  
 

The dam has an emergency spillway in the form of an open channel that is excavated through the 
overburden and blasted rock at the southwest end of the dam.  The emergency spillway is trapezoidal in 
cross section and acts as a broad crested weir.  According to the available drawings (see Appendix A- Doc 
79) the bottom width of the spillway is 8 ft. and side slopes are 2(H):1(V).  The invert of the spillway is at 
876 ft.  Per the hydrologic and hydraulic review (Appendix A - Doc 02) data the emergency spillway 
discharge at the dam crest elevation of 880 ft is 238 cfs which when combined with 71 cfs discharge from 
the principal spillway results in a total discharge value of approximately 309 cfs.  Photo Numbers 108 - 113 
in Appendix B show the emergency spillway.  Figure 5.3.3-1 shows the trapezoidal emergency spillway 
excavated at the southwest end of the dam. 
 
The emergency spillway appeared to be in good condition with no sign of clogging. 
 

 
 
Figure 5.3.3-1.  Emergency Spillway at the Southwest end of Dam. 

 
5.3.4 Low Level Outlet 

 
No low level outlet is present. 
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6.0 HYDROLOGIC/HYDRAULIC SAFETY 
 

6.1 SUPPORTING TECHNICAL DOCUMENTATION 
 

6.1.1 Floods of Record 
 

No documentation has been provided about the floods of record. 
 

6.1.2 Inflow Design Flood 
 

The E. W. Brown Auxiliary Pond Dam is classified by the Kentucky Division of Water as a Class C. which is a 
structure which has “High Hazard” potential.  According to regulation 40KAR;030 and Division of Water 
“Engineering Memorandum No. 5” The Probable Maximum Precipitation (PMP) is defined by the American 
Meteorological Society as the theoretically greatest depth of precipitation for a given duration that is 
physically possible over a particular drainage area at a certain time of year.  The National Weather Service 
(NWS) further states that in consideration of the limited knowledge of the complicated processes and 
interrelationships in storms, PMP values are identified as estimates.  The NWS has published application 
procedures that can be used with PMP estimates to develop spatial and temporal characteristics of a 
Probable Maximum Storm (PMS).  A PMS thus developed can be used with a precipitation-runoff simulation 
model to calculate a probable maximum flood (PMF) hydrograph.   
 
The E. W. Brown Auxiliary Pond Dam Construction Permit Application document includes Hydrologic and 
Hydraulic calculations by Fuller, Mossbarger, Scott & May Engineers, Inc and is included as Appendix A-
Doc 02.  Hydrologic routing was analyzed using the U.S. Army Corps of Engineers Hydrologic Engineering 
Center Hydrologic Modeling System (HEC-HMS V3.0.1) software.  The principal spillway riser structure was 
designed using overflow weir equations and pipe culvert discharge curves.  The Emergency Spillway was 
designed using a hydraulic model USACOE HEC-RAS V3.1.3.  The 2006 permit application includes sample 
calculations for the Principal Spillway, Emergency Spillway and Freeboard Hydrographs (including the 6-hr 
PMP and PMP generated runoff) and pipe sizes analyzed.  The report indicates the dam was designed to 
safely handle the full probable maximum precipitation design storm without overtopping, assuming the 
reservoir pool is at the design normal pool elevation at the time of the storm.  The report indicates that 
the Phase 1 normal pool elevation provides 7 feet of freeboard.  The report estimates that a probable 
maximum precipitation event would raise the reservoir approximately 5.6 feet with no outflow, leaving a 
freeboard of approximately 1.4 feet. 
  

6.1.3 Spillway Rating 
 

The Hydrologic and Hydraulic calculations in the Dam Construction Permit Application (Appendix A- Doc 02) 
include spillway rating curve values listed in the inflow files for various hydrological simulations.  These 
values were manually calculated following the procedures outlined in the Kentucky Division of Water 
“Engineering Memorandum NO.  5”.  As presented above, the hydrologic and hydraulic review (Appendix A- 
Doc 02) calculation sheets indicate a principal spillway capacity of 71 cfs and an emergency spillway 
capacity of 238 cfs for a total discharge capacity of approximately 309 cfs at a pond elevation of 876.6 
feet. 
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6.1.4 Downstream Flood Analysis 
 
A downstream flood analysis was not performed as part of the E, W. Brown Auxiliary Pond Dam design.  Dam break 
analysis results were not available for the Dewberry evaluation, but were subsequently completed in November 
2009. 

 
6.2 ADEQUACY OF SUPPORTING TECHNICAL DOCUMENTATION 
 

Supporting technical documentation reviewed by Dewberry is adequate. 
 

6.3 ASSESSMENT OF HYDROLOGIC/HYDRAULIC SAFETY 
   

Based on the calculations provided in the 2006 hydrologic and hydraulic design calculations (Appendix A- Doc 02 
and Doc 84), the E. W. Brown Auxiliary Pond Phase 1 Dam can safely pass the PMP with a freeboard of 1.4 feet.  
Hence, the dam failure by overtopping seems to be improbable.    
 
The 2006 Dam Construction Permit Application calculations (Appendix A- Doc 02) also indicate that the E. W. 
Brown Auxiliary Pond Phase 2 Dam can pass the PMP with a free board of 1.9 feet.  
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7.0 STRUCTURAL STABILITY 
 

7.1 SUPPORTING TECHNICAL DOCUMENTATION 
 

7.1.1 Stability Analyses and Load Cases Analyzed 
 

The 2006 Dam Construction Permit Application summarizes the stability analysis procedures used in the 
dam design.  The procedures follow the general guidelines of the US Army Corps of Engineers in slope 
stability engineering manual (see Appendix A- Doc 02, “Dam Construction Permit Application Auxiliary Pond 
– E. W. Brown Generating Station”).  The analyses were based on the results of geotechnical borings and 
laboratory testing conducted for the Auxiliary Dam design.  
 
The stability analyses evaluated rotational stability using the UTEXAS4 software.  The analyses were 
conducted to verify long-term stability for normal pool and no pool conditions.  The result of the analyses 
and the soil parameters used are provided in Appendix A – Doc 2 “Stability Analyses – Auxiliary Pond 
Embankment”.  Based on the results from this analyses it was concluded that the Auxiliary Dam has 
stability safety factors at or above minimum recommended values.  
 
The stability analyses (Appendix A – Doc 02), for dynamic conditions were conducted using a pseudo-static 
loading condition based on a peak ground acceleration of 0.100g  for a two percent probability of 
exceedance in 50 years.  
 

7.1.2 Design Properties and Parameters of Materials 
  

The documentation identified in the review data that identifies the design parameters used for the original 
dam design shown in drawings of the Auxiliary Pond Stability Analysis (see Appendix A-Doc 115 and 116).  The 
drawings provided the results of stability analyses for the Phase 1 dam that currently exists as well as the 
proposed future Phase 2 dam.  The density values listed in the parameter tables for the downstream slope 
range from 110 to 118 pounds per cubic foot (PCF).  Angle of shearing resistance under effective stress 
analysis range is 28o to 38o for various zones and, where applicable, the effective cohesive strength is 100 
pound per square foot. 

 
7.1.3 Uplift and/or Phreatic Surface Assumptions  

 
No uplift or phreatic surface considerations are included in the stability analyses.  The Auxiliary Pond 
upstream slope of the embankment is lined with a 4-foot thick compacted clay zone and the pond bottom is 
lined with an 18-inch thick compacted clay zone capped by a 60-mil Liner Low-Density Polyethylene (LLDP) 
flexible membrane liner.  (See Appendix A – Doc. 68). 
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7.1.4 Factors of Safety and Base Stresses 
 

The Auxiliary Pond Dam – Stability Analysis (Appendix A – Doc 02) Safety Factors computed in conjunction 
with the stability analyses of the proposed reconfiguration and expansion program currently under 
construction are as listed in Table 7.1.4 
 
Based on the results summarized in the table, the Auxiliary Pond Dam was found to have stability safety 
factors at or above the minimum required values (Appendix A: Doc 115 and 116).  

 

Table 7.1.4: Factors of Safety E. W. Brown Auxiliary Pond Dam 

Location/Loading Condition  Required Safety Factor 
 (Army Corps) 

Computed  
Safety Factor 

Downstream Static (Drained) 1.5 1.8 

Downstream Seismic (Drained) 1.2 1.3 

Upstream Static (Drained)No Pool 1.5 Not Provided 

Upstream Seismic 1.2 Not Provided 

   
7.1.5 Liquefaction Potential 

 
The documentation reviewed by Dewberry did not include an evaluation of liquefaction potential.  Based on 
the geologic conditions and foundation preparation procedures outlined in the Permit Application Report 
(Appendix A Doc. 02), and as summarized in Section 7.1.6., foundation soil conditions do not appear 
susceptible to liquefaction. 

 
7.1.6 Critical Geological Conditions and Seismicity 

 
Data in the Dam Construction Permit Application (See Appendix A – Doc 02) indicate the E. W. Brown 
Auxiliary Pond is underlain by rock of the Lexington, and Tyrone Limestone formations.  Members of the 
Lexington formation at the site include: Greer Limestone, Logana Limestone, and Curdsville Limestone.  The 
Tyrone Limestone formation underlies the Curdsville Limestone. 
 
The foundation for the Auxiliary Pond embankment and liner consists of a 25-foot thick zone of treated soil 
and rock.  The treated zone was formed by blasting to rubblize the top 25 feet of soil and bedrock.  At the 
northeast corner of the Auxiliary Pond, near the existing Main Pond embankment, overburden was removed 
to bedrock and irregular bedrock material treated in accordance with pre-engineered solutions on the 
design drawings (Appendix A: Doc. 67). 
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The documents provided indicate that seismicity was considered in the design.  The slope stability analyses 
included a dynamic load condition based on a peak ground acceleration of 0.100 g. 
 
As part of this assessment, the current Seismic Risk Map of the United States was also reviewed using the 
U. S. Geologic Survey web site.  The 2%/50 year return period peak ground acceleration mapped for the 
sire is 0.100 g.  The seismic design criteria are appropriate for this dam.  
 

7.2 ADEQUACY OF SUPPORTING TECHNICAL DOCUMENTATION 
 

Structural stability documentation is adequate. 
  

7.3 ASSESSMENT OF STRUCTURAL STABILITY 
 

Overall, the structural stability of the embankment appears to be satisfactory based on the observations during 
the October 20, 2009 field visit and dam evaluation by Dewberry, the 2006 Dam Construction Application Report, 
and the post-construction drawings. 

 
• There were no indications of scarps, sloughs, depressions or bulging anywhere along the dam;   

• Boils, sinks or uncontrolled seepage was not observed along the slopes, groins or toe;  

• The crest appeared free of depressions and no significant vertical or horizontal alignment variations were 
observed; and  

• The computed factors of safety comply with accepted criteria.   
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8.0 ADEQUACY OF MAINTENANCE AND METHODS OF OPERATION 
 

8.1 OPERATIONAL PROCEDURES 
 

The facility is operated currently for storage of fly ash and bottom ash coal combustion products.  Coal 
combustion process waste water and stormwater falling directly into the reservoir are contained in the 
reservoir.  Inflow water is treated through gravity settling and deposition, and discharged through a vertical riser 
overflow outlet structure.  A separate written Operations Plan for the Auxiliary Pond has not been completed.  The 
Auxiliary Pond is being operated under the operating procedures established for the Main Pond. 
 
Discharge from the outflow structure is to Herrington Lake.  The facility KPDES permit (KY 0002020) has expired.  
The permit remains in effect under applicable state regulations.  A renewal application was submitted prior to the 
expiration date.  The renewal process is near completion.  A new permit has been issued and will be effective on 
March 1, 2010. 

 
8.2 MAINTENANCE OF THE DAM AND PROJECT FACILITIES 

 
The dam was completed and placed into operation in June 2008.  A written Maintenance Plan for the Auxiliary Ash 
Pond is being prepared.  The dam is being maintained using the procedures prescribed in the 1991 Main Fly Ash 
Pond.  The owner was unable to provide the plan for this assessment.  

  
8.3 ASSESSMENT OF MAINTENANCE AND METHODS OF OPERATION 
 

8.3.1 Adequacy of Operational Procedures 
 

Based on the assessments of this report operation procedures seem to be adequate.  
 

8.3.2 Adequacy of Maintenance 
 

Based on the assessments of this report maintenance procedures seem to be adequate.  The only 
maintenance issue identified was to continue monitoring the damp area of possible seepage near the 
downstream toe near the southeast corner of the reservoir. 
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9.0 ADEQUACY OF SURVEILLANCE AND MONITORING PROGRAM 
 

9.1 SURVEILLANCE PROCEDURES 
 

9.1.1 Surveillance Inspections 
 

Surveillance inspections of the Auxiliary Pond are conducted in accordance with the requirements 
established for the Main Pond.  Those requirements stipulate weekly inspections by E. W. Brown Plant 
personnel and a written report of observations. 

 
9.1.2 Annual Inspections 
 

The Auxiliary Pond is scheduled for inspection by the Kentucky Division of Water on a biennial basis.  
Since the dam was completed in 2008, the first State inspection is scheduled for 2010. 
 
A third party inspection was conducted in January 22, 2009 by ATC Associates.  The inspection report 
identified two high priority issues: 
 

• Repair reported leaks at the principal spillway manholes below toe of dam. 
• Monitor seep at the south property line. 

 
Note:  The repairs of leaks at the principal spillway manholes have been made.  KU reports that the 
seepage south of the property line has ceased.  Seepage monitoring continues; no changes have been 
reported. 

 
9.2 INSTRUMENTATION MONITORING 
 

The E. W. Brown Auxiliary Pond Dam has no instrumented monitoring system in place as part of the Phase 1 
construction. 
 

9.3 ASSESSMENT OF SURVEILLANCE AND MONITORING PROGRAM 
 

9.3.1 Adequacy of Inspection Program 
 

Based on the data reviewed by Dewberry, including observations during the site visit, the inspection 
program is adequate. 

 
9.3.2 Adequacy Instrumentation Monitoring Program 
 

Based on the pond and upstream slope of the embankment being lined and the planned time of about three 
years between Phase 1 and Phase 2 construction, an instrumented monitoring system for the Auxiliary 
Pond is not necessary at this time. 
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July 7, 2006 O.1.1.Lx2004069R01 

Mr. Gary Wells 
Kentucky Division of Water 
Dam Safety Section 
Natural Resources and Environmental Protection Cabinet 
14 Reilly Road 
Frankfort, Kentucky 40601 

Re: Dam Construction Permit Application 
Ash Pond Extension Project - Auxiliary Ash Pond 
E.W. Brown Generating Station 
Kentucky Utilities 

 

Burgin, Mercer County, Kentucky 

Dear Mr. Wells: 

Enclosed is a Stream Crossing Permit Application and Dam Construction Permit Application 
Data Sheet, as well as, supporting data for a proposed Auxiliary Ash Pond at the E.W. Brown 
Generating Station.  The facility will be a high hazard, Class ‘C’ structure.  Fuller, 
Mossbarger, Scott, and May Engineers, Inc. (FMSM) is the design engineer for the proposed 
ash pond, and members of the FMSM team met with you on April 26, 2006 to discuss the 
overall intent of the project.  This report reiterates the previous discussions and includes a 
brief overview of the facility and the proposed impoundment, along with narrative discussion 
of relevant design issues, and methods used including data supporting the Dam Construction 
Permit Application. 

At any time during your review, FMSM can meet with you at your convenience to discuss the 
application, the design assumptions, and any other pertinent data necessary to facilitate an 
efficient application review process.  Should you have any questions or comments, please 
feel free to call. 

Respectfully submitted, 

FULLER, MOSSBARGER, SCOTT AND MAY 
ENGINEERS, INC. 

Kenneth O. Hardin, PhD, PE  
Associate  

/rws 
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1. Project Overview 

Currently, the E.W. Brown Generating Station produces two primary coal combustion 
products (CCP): fly ash and bottom ash.  Both ash products are sluiced to an existing 
permitted ash pond adjacent to the plant.  The existing pond is expected to reach its design 
capacity in the first quarter of 2010.  Kentucky Utilities will be operating the plant beyond this 
date and, in the interim, will be adding pollution control equipment to all generating units.  As 
a result, the plant will be producing a third major CCP stream beginning in the third quarter of 
2009.  At that time, gypsum will be produced at a rate exceeding current ash production 
rates. 

To accommodate the gypsum and provide continuing operation for the disposal facility, 
Kentucky Utilities plans to construct a vertical expansion of the existing (Main) ash pond.  
The Main Ash Pond must be taken out of service in order to construct the vertical expansion.  
During the interim vertical expansion of the Main Ash Pond, the Phase I Auxiliary Ash Pond 
is being constructed to provide storage for three years of sluiced bottom ash and fly ash for 
the period from January 2008 until December 2010.  Thereafter, fly ash and gypsum will be 
sluiced to the expanded Main Ash Pond, and bottom ash will continue to be sluiced to the 
Phase II Auxiliary Ash Pond. 

A Dam Construction Permit Application for the Main Ash Pond vertical expansion will be 
submitted at a later date and the enclosed Dam Construction Permit Application Data Sheet 
and supporting materials is intended to only address the Phase I and Phase II Auxiliary Ash 
Pond.  A topographic map illustrating the site location and proposed facility alignment is 
included as Figure 1. 

2. Site Geology 

2.1. Geologic Setting 

Available U.S. Geological Survey (USGS) geologic mapping (Geologic Map of the Wilmore, 
Kentucky, USGS, 1970) shows the site to be underlain by bedrock belonging to the 
Lexington Limestone and Tyrone Limestone Formations, both of which are Ordovician in 
age.  Figure 2 shows the approximate location of the site on a portion of the Wilmore, 
Kentucky, USGS 7 ½-Minute Geologic Quadrangle.  In the site area, the members of the 
Lexington Limestone present include (from top to bottom) the Grier Limestone Member 
(Labeled Olg on the mapping), Logana Member (Oll) and Curdsville Limestone Member 
(Olc).  The Tyrone Limestone (Ot) underlies the Curdsville Limestone Member. 
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The Grier Limestone Member consists of light-gray, medium to coarse grained limestone that 
is bioclastic, poorly sorted and fossiliferous.  Bedding thickness is typically less than one foot 
and beds of nodular, fossiliferous limestone with a micrograined calcite matrix are dispersed 
throughout. 

The Logana Member consists of interbedded limestone and shale in three distinct zones, 
although this member grades into the Grier Member in portions of the quadrangle. The upper 
zone consists of two to three feet of light-olive-gray micrograined limestone interbedded with 
olive-gray to medium-gray shale.  The middle zone of five to eight feet of brachiopod coquina 
that weathers to a pink-gray color.  The lower zone is five to seven feet to interbedded 
limestone and shale that is similar to the upper zone. 

The Curdsville Limestone Member consists of medium to light-gray, medium to coarse 
grained, bioclastic limestone. The lower part is well sorted and locally cross bedded and 
grades upward into an irregularly bedded, poorly sorted, fossiliferous limestone.  Chert 
nodules and silicified fossils are common in the lower part. 

The Tyrone Limestone consists of two types of limestone.  The first is light-gray to light-olive-
gray cryptograined limestone that contains small areas of clear calcite or “birdseye 
limestone:.  The second is light-gray to light-brownish-gray cryptograined limestone that 
contains small areas of micrograined, calcareous dolomite.  In some portions of the 
quadrangle, up to three bentonite beds (each up to two feet thick) are found within the 
Tyrone.  These bentonite layers are often underlain by thin chert layers.  Persistent layers of 
argillaceous limestone and shale are present in the uppermost ten feet and middle of the 
unit. 

Structure contours drawn on top of the Tyrone Limestone indicate a general rock strata dip of 
approximately 40 feet per mile towards northwest direction.  The geologic mapping shows a 
graben-type feature immediately downstream of the ash treatment basin embankment, with a 
general northwest-southeast trend roughly aligned with the tributary.  Several small normal 
faults are identified within the graben, resulting in the top of the Tyrone being as much as 50 
feet lower within the graben than outside the graben.  The mapped faults do not extend into 
the areas being considered for the proposed ash treatment basin extension. 

2.2. Geotechnical Exploration 

FMSM performed rock core borings and test pit excavations to explore subsurface conditions 
within the area of the Auxiliary Ash Pond.  Thirty-one (31) rock core borings were drilled 
within the footprint of the Auxiliary Ash Pond embankment to evaluate bedrock conditions, 
and numerous test pits were excavated to observe the bedrock and soil horizons. 

Based on the geotechnical exploration, the top of the bedrock surface within the footprint of 
the Auxiliary Ash Pond embankment is irregular and unpredictable.  Depths to bedrock 
varied from one-foot to 21 feet, with the exception of one area where the depth to bedrock 
exceeded 44 feet.  Rock core samples reveal the underlying bedrock to be predominantly 
limestone; light gray in color, cryptograined to fine crystalline grained, with shale stringers, 
partings and shaley zones, and hard. In several borings, a layer of shale and bentonite was 
encountered ranging in thickness from 1.9 feet to 2.6 feet.  The shale is gray in color, silty, 
laminated and soft, and the bentonite is greenish-gray in color, laminated and soft.
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Boring layouts and graphical logs of borings are presented on plan sheets BR0-C000196 
through BR0-C-00225 

3. Auxiliary Ash Pond Construction 

The construction of the Auxiliary Ash Pond is to occur in two distinct vertical phases.  Phase I 
will consist of constructing a 3,350 feet long starter dike constructed with 3(H):1(V) side 
slopes and a 25 feet wide crest at elevation 880 feet.  The height of the Phase I embankment 
measured from the downstream toe to the crest elevation will be 92.0’.  Site preparation for 
Phase I will include stripping and grubbing the site of the Auxiliary Ash Pond.  The foundation 
for the embankment and the pond liner will be treated to minimize the effects of bedrock 
defects.  Blasting will be performed over approximately 45 acres to rubblize the top 25 feet of 
soil and bedrock.  A portion of the blasted zone will be excavated and placed as earth and 
rock fill within the Phase I Auxiliary Ash Pond embankment.  Additionally, an area of the site 
approximately 12 acres in size, near the existing dam and under the starter dike, will be 
excavated to bedrock and any irregular bedrock features will be investigated and treated as 
necessary during construction.  A compacted clay layer and a 60-mil Linear Low-Density 
Polyethylene (LLDPE) flexible membrane liner (FML) system will be installed on the pond 
bottom and along the upstream slopes of the embankment. 

By January 2008, Phase I of the Auxiliary Ash Pond will be in operation, and the Main Ash 
Pond will be taken out of service, dewatered, stabilized, and regarded to begin the vertical 
expansion.  All bottom ash and fly ash sluice lines, oil-water separator lines, and other 
existing process flows currently flowing to the Main Ash Pond, will be diverted to the Auxiliary 
Ash Pond.  A new riser structure will be constructed for the Main Ash Pond to provide outlet 
control for the expanded Main Ash Pond via two spillway pipes.  A principal spillway pipe will 
outlet to the existing spillway channel, and a secondary spillway will outlet to the Auxiliary 
Ash Pond. 

Phase I of the Auxiliary Ash Pond will ultimately provide storage for three years of sluiced 
bottom ash and fly ash normally going to the Main Ash Pond for the period from January 
2008 until December 2010.  Thereafter, fly ash will be sluiced to the expanded Main Ash 
Pond, and bottom ash will continue to be sluiced to the Auxiliary Ash Pond.  During the 
subsequent time period between 2011 and 2013, Phase II of the Auxiliary Ash Pond dike will 
be constructed.  The embankment will be raised and expanded to a length of approximately 
4,830 feet with downstream gypsum embankment overlays bringing the top of dam elevation 
to 900 feet providing additional storage for 20 years of bottom ash produced between 2011 
and 2030.  The total height of embankment for Phase II will be 112.0’ measured from the 
downstream toe of the embankment to the top of dam.  During Phase II an FML will be 
welded to the existing FML and extended along the upstream face of the expanded 
embankment. 

The Auxiliary Ash Pond would be closed in 2030 with a maximum bottom ash surface at an 
approximate elevation of 893 feet allowing for three feet of free water and four feet of 
freeboard below the final crest elevation of 900 feet. 
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4. Design Methodology 

4.1. Stability Analyses 

Rotational stability analyses were performed on the Phase I and Phase II embankment 
configurations using the UTEXAS4 computer program.  The analyses were conducted to 
verify the long term stability of the embankment.  Soil shear strength parameters used in the 
stability analyses were selected based on the different types of material to be incorporated 
into the embankment, the results of consolidated-undrained triaxial tests with pore pressure 
measurements or direct shear tests, and experience with CCP materials on similar projects.  
The shear strength parameters used in the analyses along with graphical results are 
presented on drawings BR0-C-00226 and BR0-C-00227 

4.2. Hydrologic Analyses 

The hydrologic design conditions associated with the Auxiliary Ash Pond construction are 
slightly different than the typical dam design scenario.  As previously described, the Auxiliary 
Ash Pond will be constructed in phases and the proposed riser structure for the Main Ash 
Pond will allow discharges from the Main Ash Pond to either flow to the Auxiliary Ash Pond 
or to the existing Main Ash Pond spillway channel.  The flow pathway in the Main Ash Pond 
Principal Spillway will be selected via gate controls in the new riser structure.  The 
Emergency Spillway for the Main Ash Pond will be maintained as a separate offsite flow 
pathway and cannot contribute to the Auxiliary Ash Pond. 

For design purposes, the controlling hydrologic condition could occur at a number of time 
frames during Phase I or Phase II of the Auxiliary Ash Pond construction and with Main Ash 
Pond Principal Spillway discharges either directed to the Auxiliary Ash Pond or existing 
spillway channel.  With the variety of different combinations available, the conservative 
design approach is to assume each pond is at its maximum design life with minimum 
retarding pool when the design storms are applied.  Additionally, it was assumed the outflow 
of the Principal Spillway from the proposed Main Ash Pond would be opened only to the 
Auxiliary Ash Pond at the time.  Lastly, the plant was assumed to be in operation with full 
process flows applied to each respective pond.  These assumptions resulted in two design 
scenarios. 

Scenario 1 assumes the Auxiliary Ash Pond is at the end of its Phase I lifespan and has a 
constant inflow from plant processes of 11.7 cfs.  The Main Ash Pond is also assumed to be 
at the end of its lifespan and have an additional plant process inflow of 15.5 cfs.  With the 
secondary spillway pipe between the Main and Auxiliary Ash Pond in operation, the net result 
is a baseflow of 27.2 cfs through the Auxiliary Ash Pond before the design storms are 
applied.  Design storms were routed through both the Main Ash Pond and Auxiliary Ash 
Pond watersheds into each of the respective ponds.  Outflow from the Main Ash Pond 
Principal Spillway was directed to the Auxiliary Ash Pond and any outflow from the Main Ash 
Pond Emergency Spillway was directed offsite. 

Scenario 2 is similar to Scenario 1, but the Auxiliary Ash Pond is assumed to be at the end of 
its lifespan during Phase II.  Again, design storms were routed through both the Main Ash 
Pond and Auxiliary Ash Pond watersheds into each of the respective ponds.  Outflow from 
the Main Ash Pond Principal Spillway was directed to the Auxiliary Ash Pond and any outflow 
from the Main Ash Pond Emergency Spillway was directed offsite. 
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For both Scenarios, the hydrologic characteristics and storm routing data for the Main Ash 
Pond were based on preliminary geometric design data and the assumption that the 
emergency spillway would be the same configuration as used in the Phase II Auxiliary Ash 
Pond (dual 10’ x 4; reinforced concrete box culverts).  The elevation of the emergency 
spillway for the Main Ash Pond was set using the routing of the Principal Spillway 
Hydrograph for the respective watershed. 

Ordinarily the U.S. Department of agriculture SITES computer application would be used to 
analyze dam structures, but in this case to accomplish the complex hydrologic routing 
required to model each of these scenarios, the U.S. Army Corps of Engineers Hydrologic 
Engineering Center Hydrologic Modeling System (HEC-HMS v 3.0.1) software package was 
used.  A digital version of the model is included on a CD in Appendix D of this report. 

The Kentucky Division of Water (KDOW) Engineering Memorandum No. 5 guidelines for a 
Class ‘C’ structure were used to select design storms for the analyses.  The design 
guidelines also conform with Chapter 21, Section 4 of the “SCS national Engineering 
Handbook” (NEH4) and the USGS TR-60 publication for “Design of Earth Dams and 
Reservoirs”. 

The procedures outlined in NEH4 were used to manually calculate the Principal Spillway 
Hydrograph (PSH), Emergency Spillway Hydrograph (ESH), and Freeboard Hydrograph 
(FBH) for each of the ash ponds.  Sample calculations that follow the NEH4 procedures are 
included in Appendix B. 

In order to route the PSH, ESH, and FBH events through the ash ponds for the two 
scenarios, stage-discharge rating curves had to be calculated for each of the Principal 
Spillway and Emergency Spillway structures in each ash pond. The design was an 
interactive approach accomplished by developing an Excel spreadsheet and varying the 
HEC-HMS model inputs. The Principal Spillway Riser structures were designed using 
overflow weir equations and pipe culvert discharge rating curves for the outlet pipes. 
Emergency spillway structures were initially designed using normal depth calculations for 
trapezoidal and rectangular channels, then later refined using a hydraulic model developed 
using the U.S. Army Corps of Engineers Hydrologic Engineering Center River Analysis 
System (HEC-RAS v 3.1.3). The HEC-RAS model is included digitally on the CD in Appendix 
C.  Rating curve calculations are also included in Appendix A. 

The results of PSH routing were used to set the Emergency Spillway elevations for each 
scenario.  For Phase I of the Auxiliary Ash Pond, the Emergency Spillway elevation was set 
just below the predicted peak elevation for the PSH.  Since this spillway is located in a rock 
cut condition and verification of the elevation against the 100-year 6-hour storm event 
predicts no emergency spillway flow, this meets the minimum design requirements specified 
in KDOW Memorandum No. 5.  The results of the PSH routing are included on the summary 
of results sheets in Appendix A.  The discharge values for the PSH were comparable to the 
process base flows and did not greatly increase the pool elevation.  Consequently, the total 
drawdown period for the PSH back to the base flow condition was substantially less than 10 
days. 

The ESH was applied to the HEC-HMS model to determine the dimensions of the emergency 
spillway.  The FBH was applied to verify the spillway’s adequacy compared to the top of dam 
elevation.  The routing of the FBH resulted in emergency spillway discharge values less than 
200 cfs.  The emergency spillways were designed to have a minimum capacity of 200 cfs 
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without overtopping the dam embankment as required by KDOW Memorandum No. 5 and 
TR-60.  Results from both the ESH and FBH routings are included on the summary of results 
sheets in Appendix A and on the flood routing summaries printed on sheets BR0-C-00194 
and BR0-C00312 of the plans. 

4.3. Auxiliary Ash Pond Principal Spillway Pipe Network 

The principal spillway structure for the Auxiliary Ash Pond will discharge through a 30-inch 
concrete pressure pipe (CCP) that running approximately 240-feet in length through the dam 
embankment.  The 30-inch CCP connects to an HDPE pipe network that runs along the toe 
of the embankment approximately 3200-feet to the existing Main Ash Pond discharge 
channel.  A profile of the pipe discharge system is presented on plans BR0-C-00182 and 
183. 

To adequately design the HDPE pipe network a hydraulic model was developed using the 
Haested Methods StormCad v 5.5 computer application.  The model calculates the energy 
and hydraulic grades along the pipe network.  The selected design criteria was for the pipe 
system to not surcharge (no pipe inlets submerged) during the 10-year, 24-hour storm event 
runoff, and the flows to remain in the system (no flow out of the manholes) during the 100-
year, 24-hour storm event runoff. Appendix B includes an output summary from the 
StormCad model and a digital version of the model is included on the CD in Appendix C. 
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Photo 1: Auxiliary Pond:  Crest and Downstream Face @ Southwest Abutment 
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Photo2: Auxiliary Pond: Crest and Upstream Face @ Southwest Abutment 



Appendix B 

Site Inspection Photographs 

E. W. Brown 

 

October 2009 Page 3 

 

 

 

 

Photo 3: Auxiliary Pond: Decant Riser 
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Photo 4: Auxiliary Pond: Decant Riser 
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Photo 5: Auxiliary Pond:  Crest and Downstream Face @ Southwest Abutment 
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Photo 6: Auxiliary Pond: Downstream Face at Southwest Corner Facing East 
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Photo 7: Auxiliary Pond: Crest and Downstream Face at Southwest Corner Facing East 



Appendix B 

Site Inspection Photographs 

E. W. Brown 

 

October 2009 Page 8 

 

 

Photo 8: Auxiliary Pond: Auxiliary Pond: Downstream Slope near Southwest Corner 
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Photo 9: Auxiliary Pond: Downstream Toe along South Section of Embankment 
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Photo 10: Auxiliary Pond: Downstream Toe along South Section of Embankment 
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Photo 11: Auxiliary Pond: Small Erosion at Downstream Toe along South Section of 

Embankment 
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Photo 12: Auxiliary Pond: Downstream Toe along South Section of Embankment Facing West 
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Photo 13: Auxiliary Pond: Downstream Slope along South Section of Embankment 
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Photo 14: Auxiliary Pond: Downstream Toe along South Section of Embankment 
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Photo 15: Auxiliary Pond: Downstream Toe along South Section of Embankment Facing West 
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Photo 16: Auxiliary Pond:  Downstream Toe along South Section of Embankment Facing West 
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Photo 17: Auxiliary Pond: Downstream Toe along South Section of Embankment Facing East 
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Photo 18: Auxiliary Pond: Downstream Toe along South Section of Embankment 
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Photo 19: Auxiliary Pond: Downstream Toe along South Section of Embankment 
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Photo 20: Auxiliary Pond: Downstream Toe along South Section of Embankment Facing East 
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Photo 21: Auxiliary Pond: Downstream Slope along South Section of Embankment 
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Photo 22:  Auxiliary Pond: Downstream Slope along South Section of Embankment 
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Photo 23: Auxiliary Pond: Downstream Slope along South Section of Embankment 
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Photo 24: Auxiliary Pond: Downstream Slope along South Section of Embankment 



Appendix B 

Site Inspection Photographs 

E. W. Brown 

 

October 2009 Page 25 

 

 

Photo 25: Auxiliary Pond: Small Seepage Area near Downstream Toe near Southeast Corner 
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Photo 26: Auxiliary Pond: Small Seepage Area near Downstream Toe near Southeast Corner 
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Photo 27: Auxiliary Pond: Small Seepage Area near Downstream Toe near Southeast Corner 
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Photo 28: Auxiliary Pond: Small Seepage Area near Downstream Toe near Southeast Corner 
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Photo 29: Auxiliary Pond: Small Seepage Area near Downstream Toe near Southeast Corner 
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Photo 30: Auxiliary Pond: Downstream Slope along South Section of Embankment Facing 

West 
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Photo 31: Auxiliary Pond: Downstream Toe near Southeast Corner of Pond 
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Photo 32: Auxiliary Pond: Downstream Slope along South Section of Embankment Facing 

West 
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Photo 33: Auxiliary Pond: Downstream Slope and Toe near Southeast Corner of Pond 
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Photo 34: Auxiliary Pond: Downstream Slope and Toe near Southeast Corner of Pond 
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Photo 35: Auxiliary Pond: Downstream Slope and Toe near Southeast Corner of Pond 
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Photo 36: Auxiliary Pond: Downstream Slope and Toe East Section Facing North 
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Photo 37: Auxiliary Pond: Downstream Slope and Toe East Section Facing North 
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Photo 38: Auxiliary Pond: Downstream Slope East Section 
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Photo 39: Auxiliary Pond: Downstream Slope and Toe East Section Facing North 
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Photo 40: Auxiliary Pond: Downstream Slope at Northeast Corner 
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Photo 41:  Auxiliary Pond: Downstream Slope and Toe at Northeast Corner 
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Photo 42: Auxiliary Pond: Downstream Slope along North Section at Main Pond 
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Photo 43: Auxiliary Pond: CCW Discharge Pipes near Northeast Corner of Pond 



Appendix B 

Site Inspection Photographs 

E. W. Brown 

 

October 2009 Page 44 

 

 

Photo 44: Auxiliary Pond: CCW Discharge Pipes near Northeast Corner of Pond 
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Photo 45: Auxiliary Pond: Northeast Corner of Impoundment 
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Photo 46: Auxiliary Pond: Downstream Slope along North Section 
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Photo 47: Auxiliary Pond: Downstream Toe along North Section 
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Photo 48: Auxiliary Pond: Downstream Slope and Toe along North Section 
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Photo 49: Auxiliary Pond: Downstream Slope and Toe along North Section 
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Photo 50: Auxiliary Pond: Downstream Slope and Toe along North Section 
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Photo 51: Auxiliary Pond: Downstream Toe along North Section 
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Photo 52: Auxiliary Pond: Downstream Toe along North Section 
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Photo 53: Main Ash Pond: New Secondary Spillway Entrance, Discharge to Auxiliary Pond 
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Photo 54: Auxiliary Pond: Downstream Slope along North Section 



Appendix B 

Site Inspection Photographs 

E. W. Brown 

 

October 2009 Page 55 

 

 

Photo 55: Auxiliary Pond: Small Erosion Features along North Section of Downstream Slope 



Appendix B 

Site Inspection Photographs 

E. W. Brown 

 

October 2009 Page 56 

 

 

P-56: Auxiliary Pond: Embankment Crest near North Abutment 
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Photo 57: Auxiliary Pond: Crest and Upstream Slope at North Abutment 
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Photo 58: Auxiliary Pond near Northwest Corner 
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Photo 59: Auxiliary Pond: Crest and Upstream Slope at Northeast Corner Facing Southeast 
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Photo 60: Auxiliary Pond: Crest and Upstream Slope at Northeast Corner Facing Southeast 
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Photo 61: Auxiliary Pond: Crest and Upstream Slope East Section Facing Southeast 
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Photo 62: Auxiliary Pond: Crest and Upstream Slope East Section Facing Southeast 
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Photo 63: Auxiliary Pond: Crest and Upstream Slope East Section Facing South 
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Photo 64:  Auxiliary Pond: Crest and Upstream Slope East Section Facing South 
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Photo 64: Auxiliary Pond: Crest and Upstream Slope North Section Facing East 
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Photo 66: Auxiliary Pond: New Secondary Spillway Entrance, Discharge from Main Pond 
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Photo 67: Auxiliary Pond: New Secondary Spillway Entrance, Discharge from Main Pond 
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Photo 68: Auxiliary Pond: New Secondary Spillway Entrance, Discharge from Main Pond 
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Photo 69: Auxiliary Pond: CCW Discharge Pipes near Northeast Corner of Pond 
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Photo 70: Auxiliary Pond: CCW Discharge Pipes near Northeast Corner of Pond 
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Photo 71: Auxiliary Pond: CCW Discharge Pipes near Northeast Corner of Pond 
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Photo 72: Auxiliary Pond: CCW Discharge Pipes near Northeast Corner of Pond 
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Photo 73: Auxiliary Pond: Crest and Upstream Slope East Section Facing Southeast 
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Photo 74: Auxiliary Pond: Crest and Upstream Slope East Section Facing Southeast 
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Photo 75: Auxiliary Pond Surface: East Side 
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Photo 76: Auxiliary Pond: East Side 
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Photo 77: Auxiliary Pond: Downstream Slope from Crest: East Section 
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Photo 78: Auxiliary Pond: Upstream Slope East Section. Geo-grid Reinforcing at Water Edge 
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Photo 79: Auxiliary Pond: Upstream Slope East Section. Geo-grid Reinforcing at Water Edge 
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Photo 80: Auxiliary Pond: Upstream Slope East Section. Geo-grid Reinforcing at Water Edge 



Appendix B 

Site Inspection Photographs 

E. W. Brown 

 

October 2009 Page 81 

 

 

Photo 81: Auxiliary Pond: Upstream Slope East Section. Geo-grid Reinforcing at Water 
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Photo 82: Auxiliary Pond: Downstream Slope from Crest: Southeast Section 
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Photo 83: Auxiliary Pond: Downstream Slope from Crest: Southeast Section 
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Photo 84: Auxiliary Pond: Upstream Slope Southeast Section. Geo-grid Reinforcing at Water 
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Photo 85: Auxiliary Pond: Downstream Slope from Crest: East Section 
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Photo 86: Auxiliary Pond: Downstream Slope from Crest: East Section 
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Photo 87: Auxiliary Pond: Upstream Slope East Section. Geo-grid Reinforcing at Water 
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Photo 88: Auxiliary Pond: Upstream Slope Southeast Corner. Geo-grid Reinforcing at Water 
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Photo 89: Auxiliary Pond: Crest and Downstream Slope Southeast Corner 
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Photo 90: Auxiliary Pond: Crest and Downstream Slope Southeast Corner 
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Photo 91: Auxiliary Pond: Crest at Southeast Corner 
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Photo 92: Auxiliary Pond: From South Embankment across to Secondary Spillway Discharge 

from Main Pond 
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Photo 93: Auxiliary Pond: Crest and Upstream Slope at Southeast Corner 
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Photo 94: Auxiliary Pond: From South Embankment across to CCW Discharge Pipes near 

Northeast Corner of Pond 
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Photo 95: Auxiliary Pond: Crest at South Section of Embankment 
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Photo 96: Auxiliary Pond: Crest and Downstream Slope at South Section of Embankment 
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Photo 97: Auxiliary Pond: Upstream Slope South Section. Geo-grid Reinforcing at Water 
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Photo 98: Auxiliary Pond: Crest and Downstream Slope at West End of South Section of 

Embankment 
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Photo 99: Auxiliary Pond: Crest and Downstream Slope at West End of South Section of 

Embankment 
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Photo 100: Auxiliary Pond: Crest and Downstream Slope at West End of South Section of 

Embankment 
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Photo 101: Auxiliary Pond: Crest and Downstream Slope at West End of South Section of 

Embankment 
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Photo 102: Auxiliary Pond: Crest and Upstream Slope at West End of South Section of 

Embankment 
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Photo 103: Auxiliary Pond: Upstream Slope at West End of South Section of Embankment 
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Photo 104: Auxiliary Pond: Upstream Slope at West End of South Section of Embankment 
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Photo 105: Auxiliary Pond: Upstream Slope near Northwest Abutment 
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Photo 106: Auxiliary Pond: Decant Riser Southwest Corner of Pond 
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Photo 107: Auxiliary Pond: Decant Riser - Southwest Corner of Pond 
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Photo 108: Auxiliary Pond: Emergency Spillway - Southwest Corner of Pond 
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Photo 109: Auxiliary Pond: Emergency Spillway along South End of West Abutment 



Appendix B 

Site Inspection Photographs 

E. W. Brown 

 

October 2009 Page 110 

 

 

Photo 110: Auxiliary Pond: Emergency Spillway along South End of West Abutment 



Appendix B 

Site Inspection Photographs 

E. W. Brown 

 

October 2009 Page 111 

 

 

Photo 111: Auxiliary Pond: Emergency Spillway along South End of West Abutment 
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Photo 112: Auxiliary Pond: Emergency Spillway along South End of West Abutment 



Appendix B 

Site Inspection Photographs 

E. W. Brown 

 

October 2009 Page 113 

 

 

Photo 113: Auxiliary Pond: Emergency Spillway Turned Eastward 
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Photo 114: Auxiliary Pond: Downstream Slope, South Section 
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Photo 115: Auxiliary Pond: Primary Spillway Discharge 
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Photo 116: Auxiliary Pond: Primary Spillway Discharge 
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Photo 117: Auxiliary Pond: Primary Spillway Discharge 
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Photo 118: Auxiliary Pond: Primary Spillway Discharge 
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Photo 119: Auxiliary Pond: Primary Spillway Discharge 
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Photo 120: Auxiliary Pond: Primary Spillway Discharge 
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Photo 121: Auxiliary Pond: Primary Spillway Discharge Stream 
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Photo 122:  Auxiliary Pond: Primary Spillway Discharge Receiving Stream Bank 



Appendix B 

Site Inspection Photographs 

E. W. Brown 

 

October 2009 Page 123 

 

 

Photo 123: Auxiliary Pond: Primary Spillway Discharge 
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Photo 124: Auxiliary Pond: Primary Spillway Discharge 
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Photo 125: Auxiliary Pond: Primary Spillway Discharge Receiving Stream 
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Photo 126: Auxiliary Pond: Primary Spillway Discharge 
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Photo 127: Auxiliary Pond: Primary Spillway Discharge 
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Photo 128: Auxiliary Pond: Primary Spillway Discharge 
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Photo 129: Auxiliary Pond: Primary Spillway Discharge 
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Photo 130: Auxiliary Pond: Primary Spillway Discharge Receiving Stream Bank 
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Photo 131: Auxiliary Pond Spillway Discharge Receiving Stream from Crest of Main Pond 

Embankment 
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Photo 132: Auxiliary Pond Spillway Discharge Receiving Stream from Crest of Main Pond 

Embankment 
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